
Type By Loc Size Pole No. Size Conduit

1 Elevator 1 480 3 50 Y Roof HS/HB 2,4,6 VFD MF NU 125 3 3 #4 1-1/4" 37.3
2 Elevator 2 480 3 50 Y Roof HS/HB 8,10,12 VFD MF NU 125 3 3 #4 1-1/4" 37.3
3 Elevator 3 480 3 50 Y Roof HS/HB 14,16,18 VFD MF NU 125 3 3 #4 1-1/4" 37.3
4 Elevator 4 480 3 50 Y Roof HS/HB 20,22,24 VFD MF NU 125 3 3 #4 1-1/4" 37.3
5 Elevator 5 480 3 50 Y Roof HS/HB 26,28,30 VFD MF NU 125 3 3 #4 1-1/4" 37.3
6 CUH-0.2 120 1 0.08 Stair 1 H/LA 37 MAN MC IU 20 1 2 #12 1/2" 0.08
7 CUH-0.3 120 1 0.08 Bsmt Elv. Lob H/LA 37 MAN MC IU 20 1 2 #12 1/2" 0.08
8 CUH-0.4 120 1 0.08 Stair 2 H/LA 37 MAN MC IU 20 1 2 #12 1/2" 0.08
9 UH-0.1 120 1 0.05 Storage H/LA 5 MAN MC NU 20 1 2 #12 1/2" 0.05
10 UH-0.2 120 1 0.05 Storage H/LA 5 MAN MC NU 20 1 2 #12 1/2" 0.05
11 Not Used - - - - - - - - - - - - - - -
12 P-0.3 460 3 100 Y Bsmt Mech Rm MSB CS MC NU 200 3 3 2/0 2" 74.6
13 P-0.4 460 3 100 Y Bsmt Mech Rm MSB CS MC NU 200 3 3 2/0 2" 74.6
14 P-0.7 460 3 40 Y Bsmt Mech Rm H/HB 44,46,48 CS MC NU 90 3 3 #6 3/4" 29.84
15 P-0.8 460 3 40 Y Bsmt Mech Rm H/HB 50,52,54 CS MC NU 90 3 3 #6 3/4" 29.84
16 F-0.1 460 3 1 Y Elec. Vault H/HB 55,57,59 CS MC NU 15 3 3 #12 1/2" 0.746
17 F-0.2 460 3 2 Y Bsmt Stor. HS/HA 2,4,6 CS MC NU 15 3 3 #12 1/2" 1.492
18 AC-0.1 208 2 0.75 Y Bsmt Stor. H/LA 1,3 CS MC NU 15 2 2 #10 1/2" 0.5595
19 CP-0.1 460 3 3 Y Bsmt Mech Rm H/HB 61,63,65 CS MC NU 15 3 3 #12 1/2" 2.238
20 CUH-0.1 120 1 0.08 Bsmt Mech Rm H/LA 5 MAN MC NU 20 1 2 #12 1/2" 0.08
21 AHU-1.1 460 3 3 Y Retail Plenum H/HB 1,3,5 CS MC NU 15 3 3 #12 1/2" 2.238
22 AHU-1.2 460 3 3 Y Mezz U/1 H/HB 2,4,6 CS MC NU 15 3 3 #12 1/2" 2.238
23 F-1.3 120 1 0.33 Y Gr. Flr. 1/K H/LA 7 MAN MC NU 20 1 2 #12 1/2" 0.2462
24 F-1.4 120 1 0.5 Y Receiving H/LA 9 MAN MC NU 20 1 2 #12 1/2" 0.373
25 ACCU-1.1 460 3 18.4 Retail AHU-1 H/HB 8,10,12 CS MC NU 30 3 3 #10 1/2" 18.4
26 ACCU-1.2 460 3 18.4 Retail Lob AHU-2 H/HB 7,9,11 CS MC NU 30 3 3 #10 1/2" 18.4
27 WSHP-1.1 460 3 11.5 Retail H/HB 13,15,17 CS MC NU 20 3 3 #12 1/2" 11.5
28 Not Used - - - - - - - - - - - - - - -
29 Not Used - - - - - - - - - - - - - - -
30 Not Used - - - - - - - - - - - - - - -
31 Not Used - - - - - - - - - - - - - - -
32 WSHP-1.7 460 3 11.5 Office Lob H/HB 25,27,29 CS MC NU 20 3 3 #12 1/2" 11.5
33 WSHP-1.9 460 3 11.5 Mezz Retail 2 H/HB 31,33,35 CS MC NU 20 3 3 #12 1/2" 11.5
34 CUH-1.2 120 1 0.08 Office Elv. Lob H/LA 15 MAN MC IU 20 1 2 #12 1/2" 0.08
35 WSHP-0.1 208 2 5.7 Bsmt H/LA 39,41 CS MC NU 25 2 2 #10 1/2" 5.7
36 CUH-1.4 120 1 0.08 Resid. Lobby H/LA 15 MAN MC IU 20 1 2 #12 1/2" 0.08
37 CUH-1.5 120 1 0.08 Service Corr. H/LA 15 MAN MC IU 20 1 2 #12 1/2" 0.08
38 WSHP-1.10 480 3 15.5 Office Lobby H/HB 43,45,47 CS MC NU 20 3 3 #12 1/2" 15.5
39 F-10.1 120 1 0.17 Y 10th Data/Phone H/LB 11 MAN MC NU 20 1 2 #12 1/2" 0.1268
40 F-11.1 120 1 0.17 Y 11th Data/Phone H/LB 11 MAN MC NU 20 1 2 #12 1/2" 0.1268
41 F-12.1 120 1 0.17 Y 12th Data/Phone H/LC 11 MAN MC NU 20 1 2 #12 1/2" 0.1268
42 F-13.1 120 1 0.17 Y 13th Data/Phone H/LC 11 MAN MC NU 20 1 2 #12 1/2" 0.1268
43 F-14.1 120 1 0.17 Y 14th Data/Phone H/LC 17 MAN MC NU 20 1 2 #12 1/2" 0.1268
44 F-15.1 120 1 0.17 Y 15th Data/Phone H/LD 12 MAN MC NU 20 1 2 #12 1/2" 0.1268
45 F-16.1 120 1 0.17 Y 16th Data/Phone H/LD 12 MAN MC NU 20 1 2 #12 1/2" 0.1268
46 F-17.1 120 1 0.17 Y 17th Data/Phone H/LD 14 MAN MC NU 20 1 2 #12 1/2" 0.1268
47 PTAC-10.1 460 3 100 Y 10th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
48 PTAC-11.1 460 3 100 Y 11th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
49 PTAC-12.1 460 3 100 Y 12th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
50 PTAC-13.1 460 3 100 Y 13th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
51 PTAC-14.1 460 3 100 Y 14th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
52 PTAC-15.1 460 3 100 Y 15th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
53 PTAC-16.1 460 3 100 Y 16th Floor Mech BUS Duct CS MC NU 3 3/0 2" 74.6
54 PTAC-17.1 460 3 100 Y 17th Floor Mech BUS Duct CS MC NU 3 2/0 2" 74.6
55 RTU--R.1 460 3 23.9 Roof H/HE 4,6,8 CS MC IU 35 3 3 #8 1" 23.9
56 F-R.1 460 3 1.5 Y Roof HS/HB 3,4,7 CS MC NU 15 3 3 #12 1/2" 1.119
57 F-R.2 460 3 3 Y Roof HS/HB 27,29,31 CS MC NU 15 3 3 #12 1/2" 2.238
58 F-R.3 460 3 7.5 Y Roof HS/HB 9,11,13 CS MC NU 20 3 3 #12 1/2" 5.595
59 F-R.4 460 3 20 Y Roof HS/HB 15,17,19 CS MC NU 60 3 3 #6 3/4" 14.92
60 F-R.5 460 3 1.5 Y Roof HS/HB 21,23,25 CS MC NU 15 3 3 #12 1/2" 1.119
61 CT-R.1 480 3 40 Y Roof H/HE 1,3,5 CS MC NU 90 3 3 #6 3/4" 29.84
62 CT-R.2 480 3 40 Y Roof H/HE 7,9,11 CS MC NU 90 3 3 #6 3/4" 29.84
63 Clearwater Pump 115 1 1.5 Y Pump Room H/LA 17 MAN MC NU 40 1 2 #10 1/2" 1.119
64 Sanitary Pump 115 1 1.5 Y Pump Room H/LA 19 MAN MC NU 40 1 2 #10 1/2" 1.119
65 Dom. Booster Pump 480 3 23.25 Y Pump Room H/HB 56,58,60 CS MC NU 50 3 3 #6 3/4" 17.345
66 Circulation Pump 115 1 0.17 Y Pump Room H/LA 21 MAN MC NU 20 1 2 #12 1/2" 0.1268
67 Circulation Pump 115 1 0.17 Y Pump Room H/LA 21 MAN MC NU 20 1 2 #12 1/2" 0.1268
68 Compressor A6.1 208 2 12.9 Garage H/LA 2,4 MAN MC NU 50 2 2 #6 3/4" 12.9
69 F-1.5 480 3 2 Y Office Lobby HS/HA 1,3,5 CS MC NU 15 3 3 #12 1/2" 1.492
70 ACU-1.1 208 3 12.9 Garage H/LA 38,40,42 CS MC OU 50 2 2 #6 3/4" 12.9
71 Not Used - - - - - - - - - - - - - - -
72 Not Used - - - - - - - - - - - - - - -
73 P-1.2 120 1 0.25 Y Retail 1 H/LA 22 MAN MC NU 15 1 2 #12 1/2" 0.1865
74 P-1.1 120 1 0.25 Y Retail 1 H/LA 22 MAN MC NU 15 1 2 #12 1/2" 0.1865
75 ACU-9.1 208 2 12.9 Garage H/LB 20,22 CS MC NU 50 2 2 #6 3/4" 12.9
76 Coiling Door 208 3 0.5 Y Garage H/LA 51,53,55 - - - 15 3 3 #12 1/2" 0.373
77 Coiling Door 208 3 0.5 Y Garage H/LA 57,59,61 - - - 15 3 3 #12 1/2" 0.373
78 Overhead Door 208 3 0.75 Y Garage H/LA 63,65,67 - - - 15 3 3 #12 1/2" 0.5595
79 Trash Compactor 480 3 3 Y Garage H/HB 13,15,17 - - - 20 3 3 #12 1/2" 2.238
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Type By Loc Size Pole No. Size Conduit

C1 P-0.1 208 3 7.5 Y Bsmt Mech Rm. C/MSB 2,4,6 CS MC NU 50 3 3 #6 3/4" 5.595
C2 P-0.2 208 3 7.5 Y Bsmt Mech Rm. C/MSB 8,10,12 CS MC NU 50 3 3 #6 3/4" 5.595
C3 Not Used - - - - - - - - - - - - - - -
C4 Not Used - - - - - - - - - - - - - - -
C5 Not Used - - - - - - - - - - - - - - -
C6 WSHP-1.6 208 3 8.5 Condo Lobby C/LA 8,10 CS MC NU 30 2 2 #10 1/2" 8.5
C7 WSHP-1.8 208 3 6.5 Condo Party Rm. C/LA 22,24,26 CS MC NU 30 3 3 #10 1/2" 6.5
C8 AC-10.1 208 3 0.75 Y 10th Elv Lob. C/LB 10,12 CS MC IU 15 2 2 #12 1/2" 0.5595
C9 Not Used - - - - - - - - - - - - - - -
C10 EFC-R.1 208 3 30 Y ROOF C/MSB 32,34,36 CS MC NU 125 3 3 #1 1-1/4" 22.38
C11 Elevator 6 460 3 35 Y 10th Floor CS/HA 1,3,5 VFD MF NU 90 3 3 #6 1" 26.11
C12 Elevator 7 460 3 35 Y 10th Floor CS/HA 7,9,11 VFD MF NU 90 3 3 #6 1" 26.11
C13 F-6.1 120 1 0.17 Y 6th Floor C/LB 13 MAN MC NU 20 1 2 #12 1/2" 0.1268
C14 F-7.1 120 1 0.17 Y 7th Floor C/LB 15 MAN MC NU 20 1 2 #12 1/2" 0.1268
C15 F-8.1 120 1 0.17 Y 8th Floor C/LB 17 MAN MC NU 20 1 2 #12 1/2" 0.1268
C16 CUH-1.4 120 1 0.08 Resid. Lobby C/LA 21 MAN MC NU 20 1 2 #12 1/2" 0.08
C17 Not Used - - - - - - - - - - - - - - -
C18 Not Used - - - - - - - - - - - - - - -
C19 Not Used - - - - - - - - - - - - - - -
C20 Not Used - - - - - - - - - - - - - - -
C21 Not Used - - - - - - - - - - - - - - -
C22 Not Used - - - - - - - - - - - - - - -
C23 Not Used - - - - - - - - - - - - - - -
C24 Not Used - - - - - - - - - - - - - - -
C25 AHU-9.1 208 3 14 Y Parking Ramp CS/HA 2,4,6 CS MC NU 30 3 3 #10 1/2" 10.444
C26 F-9.3 208 3 8 Y Garage Lobby CS/HA 8,10,12 CS MC NU 20 3 3 #10 1/2" 5.968
C27 F-9.1 120 1 0.17 Y 9th Floor C/LB 21 MAN MC NU 20 1 2 #12 1/2" 0.1268

Type By Loc Size Pole No. Size Conduit

P1 F-1.1 460 3 2 Y Gr. Floor P/HB 32,34,36 CS MC NU 15 3 3 #12 1/2" 1.492
P2 F-1.2 460 3 2 Y Gr. Floor P/HB 38,40,42 CS MC NU 15 3 3 #12 1/2" 1.492
P3 ECUH-1.1 480 3 4 Elev Lobby P/HB 2,4,6 CS MC NU 20 3 3 #12 1/2" 4
P4 CUH-1.1 120 1 0.08 Y Elev Lobby P/LB 4 MAN MC IU 20 1 3 #12 1/2" 0.0597
P5 ECUH-2.1 480 3 4 2nd Elev Lobby P/HB 2,4,6 CS MC NU 20 3 3 #12 1/2" 4
P6 ECUH-3.1 480 3 4 3rd Elev Lobby P/HB 8,10,12 CS MC NU 20 3 3 #12 1/2" 4
P7 ECUH-4.1 480 3 4 4th Elev Lobby P/HB 8,10,12 CS MC NU 20 3 3 #12 1/2" 4
P8 ECUH-5.1 480 3 4 5th Elev Lobby P/HC 14,16,18 CS MC NU 20 3 3 #12 1/2" 4
P9 ECUH-6.1 480 3 4 6th Elev Lobby P/HC 14,16,18 CS MC NU 20 3 3 #12 1/2" 4
P10 ECUH-7.1 480 3 4 7th Elev Lobby P/HC 20,22,24 CS MC NU 20 3 3 #12 1/2" 4
P11 ECUH-8.1 480 3 4 8th Elev Lobby P/HC 20,22,24 CS MC NU 20 3 3 #12 1/2" 4
P12 Not Used
P13 ECUH-9.1 480 3 4 9th Elev Lobby P/HC 26,28,30 CS MC NU 15 3 3 #12 1/2" 4
P14 F-9.2 460 3 2 Y 9th Parking Deck PS/HA 1,3,5 CS MC NU 15 3 3 #12 1/2" 1.492
P15 ECUH-9.2 480 3 4 9th Elev Lobby P/HC 26,28,30 CS MC NU 15 3 3 #12 1/2" 4
P16 UH-9.1 120 1 0.05 Y 9th Parking Deck P/LC 2 MAN MC NU 20 1 2 #12 1/2" 0.0373
P17 UH-9.2 120 1 0.05 Y 9th Parking Deck P/LC 2 MAN MC NU 20 1 2 #12 1/2" 0.0373
P18 UH-9.3 120 1 0.05 Y 9th Parking Deck P/LC 2 MAN MC NU 20 1 2 #12 1/2" 0.0373
P19 UH-9.4 120 1 0.05 Y 9th Parking Deck P/LC 2 MAN MC NU 20 1 2 #12 1/2" 0.0373
P20 UH-9.5 120 1 0.05 Y 9th Parking Deck P/LC 2 MAN MC NU 20 1 2 #12 1/2" 0.0373
P21 UH-9.6 120 1 0.05 Y 9th Parking Deck P/LC 2 MAN MC NU 20 1 2 #12 1/2" 0.0373
P22 Clearwater Pump 115 1 0.66 Y Sump Pump Rm. P/LB 19 MAN MC NU 30 1 2 #10 1/2" 0.4924
P23 Elevator 8 480 3 35 Y Bsmt P/HA 20,22,24 VFD MF NU 90 3 3 #6 1" 26.11
P24 Elevator 9 480 3 35 Y Bsmt P/HA 26,28,30 VFD MF NU 90 3 3 #6 1" 26.11
P25 Elevator 10 480 3 35 Y 10th Floor P/HA 32,34,36 VFD MF NU 90 3 3 #6 1" 26.11
P26 Elevator 11 480 3 35 Y 10th Floor P/HA 38,40,42 VFD MF NU 90 3 3 #6 1" 26.11
P27 ECUH-9.3 480 3 4 9th Elev Lobby P/HC 2,4,6 CS MC NU 15 3 3 #12 1/2" 4
P28 RTU-10.1 208 3 9.9 Roof Elev. Lobby P/LC 4,6 CS MC NU 35 3 2 #8 3/4" 9.9
P29 ECUH-2.2 480 3 4 N. 2nd Elev Lobby P/HA 2,4,6 CS MC NU 20 3 3 #12 1/2" 4
P30 ECUH-3.2 480 3 4 N. 3rd Elev Lobby P/HA 2,4,6 CS MC NU 20 3 3 #12 1/2" 4
P31 ECUH-4.2 480 3 4 N. 4th Elev Lobby P/HA 2,4,6 CS MC NU 20 3 3 #12 1/2" 4
P32 ECUH-5.2 480 3 4 N. 5th Elev Lobby P/HC 8,10,12 CS MC NU 20 3 3 #12 1/2" 4
P33 ECUH-6.2 480 3 4 N. 6th Elev Lobby P/HC 8,10,12 CS MC NU 20 3 3 #12 1/2" 4
P34 ECUH-7.2 480 3 4 N. 7th Elev Lobby P/HC 8,10,12 CS MC NU 20 3 3 #12 1/2" 4
P35 ECUH-8.2 480 3 4 N. 8th Elev. Lobby P/HC 32,34,36 CS MC NU 20 3 3 #12 1/2" 4
P36 ECUH-9.4 480 3 4 N. 9th Elev Lobby P/HC 32,34,36 CS MC NU 20 3 3 #12 1/2" 4
P37 EUH-0.1 208 3 5 Sump Pump Rm. P/LB 6,8,10 CS MC NU 20 3 3 #12 1/2" 5
P38 UH-9.8 120 1 0.05 Y 9th Parking Deck P/LC MAN MC NU 20 1 2 #12 1/2" 0.0373
P39 UH-9.9 120 1 0.05 Y 9th Parking Deck P/LC MAN MC NU 20 1 2 #12 1/2" 0.0373
P40 UH-9.10 120 1 0.05 Y 9th Parking Deck P/LC MAN MC NU 20 1 2 #12 1/2" 0.0373
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